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Citation No. 03-11-16C-002

STATE OF CALIFORNIA
WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER

IN RE: ELKS LODGE PARK
Water System No.: 2400227

TO: Mr. Larry Bowers
Park Manager
1990 M Street
Merced, CA 95340

CC: Merced County Environmental Health Department

CITATION FOR VIOLATION OF
CALIFORNIA CODE OF REGULATIONS, TITLE 22, SECTION 64426.1 TCR MCL
VIOLATION
July, August and September 2015

Issued on January 8, 2016

Section 116650 of the California Health and Safety Code authorizes the issuance of a citation to
a public water system for violation of the California Safe Drinking Water Act (Health and Safety
Code, Division 104, Part 12, Chapter 4, commencing with Section 116270) (hereinafter

“California SDWA”), or any regulation, standard, permit or order issued or adopted thereunder.

The State Water Resources Control Board (hereinafter “Board”), acting by and through its
Division of Drinking Water (hereinafter “Division”) and the Deputy Director for the Division
(hereinafter “Deputy Director”), hereby issues a citation to the Elks Lodge Park (hereinafter
“Park”) (1990 M. Street, Merced, CA 95340) for violation of California Code of Regulations

(CCR), Title 22, Section 64426.1
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APPLICABLE AUTHORITIES

The applicable statutes and regulations are provided in Attachment A, attached hereto and

incorporated by reference.

STATEMENT OF FACTS

The Park is a transient-noncommunity water system serving a population of approximately 25
persons through twenty nine (29) service connections. Prior to April 1, 2014, jurisdiction for the
regulatory oversight of the water system was maintained by the Merced County Environmental
Health Department (County). Effective April 1, 2014, jurisdiction for regulatory oversight of the

Water System was transferred to the Division.

The Park is required to collect a minimum of one (1) distribution system bacteriological sample
per quarter. The bacteriological water analysis results submitted by the Park reported the
presence of total coliform bacteria in two (2) of seven (7) samples collected in July 2015. The
following month, August 2015, the bacteriological water analysis results submitted by the Park
reported the presence of total coliform bacteria in five (5) of eight (8) samples collected. One of
the five (5) samples collected in August 2015 that reported the presence of total coliform
bacteria was the new source, Well No. 2. In September 2015, the Park reported two (2) routine
samples and a source sample that showed the presence of total coliform bacteria. None of the

positive samples showed the presence of fecal coliform or E. coli bacteria.

A summary of all water sample results for coliform bacteria collected in July 2015 through

September 2015 are included in Attachment B.

The California Groundwater Rule (GWR) requires the collection of a sample for bacteriological
evaluation from the well(s) serving the system in response to a coliform-positive distribution

sample within 24 hours of being notified of the coliform-positive result. Based on data submitted
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to the Division, the Park collected the raw water samples in a timely manner in follow-up to the
total coliform-positive routine samples collected in the months of July, August and September

2015.

Public notification to the Division and consumers at the Park is required whenever a violation of
the Total Coliform MCL occurs. Notification to the Division is required by the end of the
business day on which the violation has been determined. If the Division is closed, notification
shall be within 24 hours of the determination. In July, August and September 2015, the Division

was notified, in accordance with the above-referenced section.

Public naotification to the customers of the Park was initiated on August 14, 2015, and posting
was on-going until the first week of October 2015, advising each customer of the failure of the

total coliform MCL. The notices are included as Attachment C.

The cause on contamination was the improper disinfection of the new source, Well No. 2, and

incomplete flushing of the distribution system.

DETERMINATION

Title 22, CCR, Section 64426.1, Total Coliform Maximum Contaminant Level (MCL) provides
that a public water system that collects fewer than 40 bacteriological samples per month has
violated the Total Coliform Rule if more than one (1) sample collected during any month is total

coliform-positive.

The Division has determined that the Park failed to comply with Title 22, CCR, Section 64426.1,
Total Coliform MCL for the months of July, August and September 2015 due to the presence of

total coliform bacteria in more than one (1) samples collected.
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DIRECTIVES

The Elks Lodge Park is hereby directed to take the following actions:

1.

2,

Comply with Title 22, CCR, Section 64426.1 in all future monitoring periods.

Section 64463.4 allows the water system to give public notice by posting the notice in
conspicuous locations throughout the area served by the water system and by the use of
one or more of the following methods in order to reach persons not likely to be reached by a
public posting: publication in a local newspaper or newsletter distributed to customers, e-
mailing the public notice to Park customers, post the public notice on the internet, or by
delivery to each customer. The Division allowed the Park to use one method of notification
by posting the notice in conspicuous locations throughout the Park served by the water
system. The Division hereby waives public notification by newspaper publication, email,

internet or delivery to the customer.

By January 31, 2016, the Park shall complete and submit the enclosed “Positive Total

Coliform Investigation” form to the Division that describes the incident and all corrective
actions taken, and the results of the investigation. The appropriate investigation report is

provided as Attachment D.

By January 31, 2016, provide to the Division a certification of public notification using the

enclosed Proof of Notification form (Attachment E). A copy of the final notice that was

posted shall also be submitted to the Division with the proof of notification form.

-4- Citation No. 03-11-16C-002
Issued on January 8, 2016




10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27

The Division reserves the right to make such modifications to the Citation as it may deem
necessary to protect public health and safety. Such modifications may be issued as

amendments to this Citation and shall be effective upon issuance.

Nothing in this Citation relieves the Park of its obligation to meet the requirements of the
California Safe Drinking Water Act or any regulation, standard, permit or order issued

thereunder.

All submittal required by this Citation shall be submitted to the Division at the following address:

Kassy D. Chauhan, P.E.

Senior Sanitary Engineer, Merced District
State Water Resources Control Board
Division of Drinking Water

265 W. Bullard Avenue, Suite 101
Fresno, CA 93704

PARTIES BOUND

This Citation shall apply to and be binding upon the Elks Lodge Park, its officers, directors,

agents, employees, contractors, successors, and assignees.

SEVERABILITY

The Directives of this Citation are severable, and the Elks Lodge Park shall comply with each

and every provision thereof notwithstanding the effectiveness of any provision.
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FURTHER ENFORCEMENT ACTION

The California SDWA authorizes the Board to: issue citation with assessment of administrative
penalties to a public water system for violation or continued violation of the requirements of the
California SDWA or any permit, regulation or order issued or adopted thereunder including, but
not limited to, failure to correct a violation identified in a citation or compliance order. The
California SDWA also authorizes the Board to take action to suspend or revoke a permit that
has been issued to a public water system if the system has violated applicable law or
regulations or has failed to comply with an order of the Board; and to petition the superior court
to take various enforcement measures against a public water system that has failed to comply
with an order of the Board. The Board does not waive any further enforcement action by

issuance of this citation.

b=l Fpoy D .Chowhias

Date Kassy D. Chauhan, P.E.
Senior Sanitary Engineer, Merced District
DRINKING WATER FIELD OPERATIONS BRANCH

CERTIFIED MAIL No.: 7015 1660 0000 0781 7629

KDC/MLM

Attachments:

Attachment A: Applicable Authorities

Attachment B: Summary of Bacteriological Samples from July to September 2015
Attachment C: Public Notices
Attachment D: Positive Total Coliform Investigation Report

Attachment E: Proof of Notification Form ““\\

\\\‘\\\\\l\w"‘
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Attachment A
APPENDIX 1

Applicable Statues and Regulations for Citation No. 03-12-16C-002
Violation of Total Coliform Rule MCL

Section 116271 of the CHSC states in relevant part:
(a) The State Water Resources Control Board succeeds to and is vested with all of the authority, duties, powers, purposes,
functions, responsibilities, and jurisdiction of the State Department of Public Health, its predecessors, and its director for purposes
of all of the following:
(1) The Environmental Laboratory Accreditation Act (Article 3 (commencing with Section 100825) of Chapter 4 of Part 1
of Division 101).
(2) Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.
(3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.
(4) This chapter and the Safe Drinking Water State Revolving Fund Law of 1997 (Chapter 4.5 (commencing with Section
116760)).
(5) Article 2 (commencing with Section 116800), Article 3 (commencing with Section 116825), and Article 4
(commencing with Section 116875) of Chapter 5.
(6) Chapter 7 (commencing with Section 116975).
(7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond Act of 2006
(Division 43 (commencing with Section 75001) of the Public Resources Code).
(8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).
(9) Chapter 7.3 (commencing with Section 13560) of Division 7 of the Water Code.
(10) The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850) of Division
7 of the Water Code).
(11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section 73500) of
the Water Code).
(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5 (commencing with
Section 79500) of the Water Code).
(b) The State Water Resources Control Board shall maintain a drinking water program and carry out the duties, responsibilities,
and functions described in this section. Statutory reference to “department,” “state department,” or “director” regarding a function
transferred to the State Water Resources Control Board shall refer to the State Water Resources Control Board. This section
does not impair the authority of a local health officer to enforce this chapter or a county’s election not to enforce this chapter, as
provided in Section 116500...

(k) (1) The State Water Resources Control Board shall appoint a deputy director who reports to the executive director to
oversee the issuance and enforcement of public water system permits and other duties as appropriate. The deputy
director shall have public health expertise.

(2) The deputy director is delegated the State Water Resources Control Board's authority to provide notice, approve
notice content, approve emergency notification plans, and take other action pursuant to Article 5 (commencing with
Section 116450), to issue, renew, reissue, revise, amend, or deny any public water system permits pursuant to Article 7
(commencing with Section 116525), to suspend or revoke any public water system permit pursuant to Article 8
(commencing with Section 116625), and to issue citations, assess penalties, or issue orders pursuant to Article 9
(commencing with Section 116650). Decisions and actions of the deputy director taken pursuant to Article 5
(commencing with Section 116450) or Article 7 (commencing with Section 116525) are deemed decisions and actions
taken, but are not subject to reconsideration, by the State Water Resources Control Board. Decisions and actions of the
deputy director taken pursuant to Article 8 (commencing with Section 116625) and Article 9 (commencing with Section
116650) are deemed decisions and actions taken by the State Water Resources Control Board, but any aggrieved
person may petition the State Water Resources Control Board for reconsideration of the decision or action. This
subdivision is not a limitation on the State Water Resources Control Board's authority to delegate any other powers and
duties.

Section 116555(a)(1) of the CHSC states in relevant part:
(a) Any person who owns a public water system shall ensure that the system does all of the following:
(1) Complies with primary and secondary drinking water standards.

Section 116650 (Citations) of the CHSC states in relevant part:

(a) If the Division determines that a public water system is in violation of this chapter or any regulation, permit, standard,
citation, or order issued or adopted thereunder, the Division may issue a citation to the public water system. The citation
shall be served upon the public water system personally or by certified mail. Service shall be deemed effective as of the
date of personal service or the date of receipt of the certified mail. If a person to whom a citation is directed refuses to
accept delivery of the certified mail, the date of service shall be deemed to be the date of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference to the
statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

(c) A citation may specify a date for elimination or correction of the condition constituting the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The Division may assess a penalty in an amount not to exceed one thousand dollars

-1-
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($1,000) per day for each day that a violation occurred, and for each day that a violation continues to occur. A separate
penalty may be assessed for each violation.

Section 64424 (Repeat sampling) of the CCR states in relevant part:

(a)

(b)

(c)

(d)

If a routine sample is total coliform-positive, the water supplier shall collect a repeat sample set as described in paragraph
(a)(1) within 24 hours of being notified of the positive result. The repeat samples shall all be collected within the same 24
hour time period. A single service connection system may request that the Division allow the collection of the repeat sample
set over a four-day period.

(1) For a water supplier that normally collects more than one routine sample a month, a repeat sample set shall be at least
three samples for each total coliform-positive sample. For a water supplier that normally collects one or fewer samples
per month, a repeat sample set shall be at least four samples for each total coliform-positive sample.

(2) If the water supplier is unable to collect the samples within the 24-hour time period specified in subsection (a) or
deliver the samples to the laboratory within 24 hours after collection because of circumstances beyond its control, the
water supplier shall notify the Department within 24 hours. The Department will then determine how much time the
supplier will have to collect the repeat samples.

When collecting the repeat sample set, the water supplier shall collect at least one repeat sample from the sampling tap
where the original total coliform-positive sample was taken. Other repeat samples shall be collected within five service
connections upstream or downstream of the original site. At least one sample shall be from upstream and one from
downstream unless there is no upstream and/or downstream service connection.
If one or more samples in the repeat sample set is total coliform-positive, the water supplier shall collect and have analyzed
an additional set of repeat samples as specified in subsections (a) and (b). The supplier shall repeat this process until either
no coliforms are detected in one complete repeat sample set or the supplier determines that the MCL for total coliforms
specified in §64426.1 has been exceeded and notifies the Department.
If a public water system for which fewer than five routine samples/month are collected has one or more total coliform-
positive samples, the water supplier shall collect at least five routine samples the following month. If the supplier stops
supplying water during the month after the total coliform-positive(s), at least five samples shall be collected during the first
month the system resumes operation. A water supplier may request the Department waive the requirement to collect at least
five routine samples the following month, but a waiver will not be granted solely on the basis that all repeat samples are total
coliform-negative. To request a waiver, one of the following conditions shall be met:

(1) The Department conducts a site visit before the end of the next month the system provides water to the public to

determine whether additional monitoring and/or corrective action is necessary to protect public health.

(2) The Department determines why the sample was total coliform-positive and establishes that the system has corrected

the problem or will correct the problem before the end of the next month the system serves water to the public. If a waiver is

granted, a system shall collect at least one routine sample before the end of the next month it serves water to the public and

use it to determine compliance with §64426.1.

Section 64426 (Significant Rise in Bacterial Count) of the CCR states in relevant part:

(a)

(b)

Any of the following criteria shall indicate a possible significant rise in bacterial count:
(1) A system collecting at least 40 samples per month has a total coliform-positive routine sample followed by two total
coliform-positive repeat samples in the repeat sample set;
(2) A system has a sample which is positive for fecal coliform or E. coli; or
(3) A system fails the total coliform Maximum Contaminant Level (MCL) as defined in §64426.1.
When the coliform levels specified in subsection (a) are reached or exceeded, the water supplier shall:
(1) Contact the Department by the end of the day on which the system is notified of the test result or the system
determines that it has exceeded the MCL, unless the notification or determination occurs after the Department office is
closed, in which case the supplier shall notify the Department within 24 hours; and
(2) Submit to the Department information on the current status of physical works and operating procedures which may
have caused the elevated bacteriological findings, or any information on community illness suspected of being waterborne.
This shall include, but not be limited to:

(A) Current operating procedures that are or could potentially be related to the increase in bacterial count;

(B) Any interruptions in the treatment process;

(C) System pressure loss to less than 5 psi;

(D) Vandalism and/or unauthorized access to facilities;

(E) Physical evidence indicating bacteriological contamination of facilities;

(F) Analytical results of any additional samples collected, including source samples;

(G) Community illness suspected of being waterborne; and

(H) Records of the investigation and any action taken.

Section 64426.1 (Total Coliform Maximum Contaminant Level (MCL)) of the CCR states in relevant part:

(a)

(b)

Results of all samples collected in a calendar month pursuant to Sections 64423, 64424, and 64425 that are not invalidated

by the Department or the laboratory shall be included in determining compliance with the total coliform MCL. Special

purpose samples such as those listed in §64421(b) and samples collected by the water supplier during special

investigations shall not be used to determine compliance with the total coliform MCL.

A public water system is in violation of the total coliform MCL when any of the following occurs:

(1) For a public water system which collects at least 40 samples per month, more than 5.0 percent of the samples
collected during any month are total coliform-positive; or
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(2) For a public water system which collects fewer than 40 samples per month, more than one sample collected during
any month is total coliform-positive; or

(3) Any repeat sample is fecal coliform-positive or E. coli-positive; or

(4) Any repeat sample following a fecal coliform-positive or E. coli-positive routine sample is total coliform-positive.

(c) If a public water system is not in compliance with paragraphs (b)(1) through (4), during any month in which it supplies water
to the public, the water supplier shall notify the Department by the end of the business day on which this is determined,
unless the determination occurs after the Department office is closed, in which case the supplier shall notify the Department
within 24 hours of the determination. The water supplier shall also notify the consumers served by the water system. A Tier
2 Public Notice shall be given for violations of paragraphs (b)(1) or (2), pursuant to section 64463.4. A Tier 1 Public Notice
shall be given for violations of paragraphs (b)(3) or (4), pursuant to section 64463.1.

Section 64463.1 (Tier 1 Public Notice) of CCR states in relevant part:
(a) A water system shall give public notice pursuant to this section and section 64465 if any of the following occurs:
(1) Violation of the total coliform MCL when:
(A) Fecal coliform or E. coli are present in the distribution system; or
(B) When any repeat sample tests positive for coliform and the water system fails to test for fecal coliforms or E. coli in
the repeat sample;...
(b) As soon as possible within 24 hours after learning of any of the violations in subsection (a) or being notified by the State Board
that it has determined there is a potential for adverse effects on human health [pursuant to paragraph (a)(4), (5), or (6)], the water
system shall:
(1) Give public notice pursuant to this section;
(2) Initiate consultation with the State Board within the same timeframe; and
(3) Comply with any additional public notice requirements that are determined by the consultation to be necessary to protect
public health.
(c) A water system shall deliver the public notice in a manner designed to reach residential, transient, and nontransient users of
the water system and shall use, as a minimum, one of the following forms:
(1) Radio or television;
(2) Posting in conspicuous locations throughout the area served by the water system;
(3) Hand delivery to persons served by the water system; or
(4) Other method approved by the State Board, based on the method’s ability to inform water system users.

Section 64463.4 (Tier 2 Public Notice) of the CCR states in relevant part:

(a) A water system shall give public notice pursuant to this section if any of the following occurs:

(1)  Any violation of the MCL, MRDL, and treatment technique requirements, except:

(A)  Where a Tier 1 public notice is required under section 64463.1; or
(B)  Where the Department determines that a Tier 1 public notice is required, based on potential health impacts and
persistence of the violations;

(2) All violations of the monitoring and testing procedure requirements in sections 64421 through 64426.1, article 3
(Primary Standards — Bacteriological Quality), for which the Department determines that a Tier 2 rather than a Tier 3
public notice is required, based on potential health impacts and persistence of the violations; . . .

(b) A water system shall give the notice as soon as possible within 30 days after it learns of a violation or occurrence specified
in subsection (a), except that the water system may request an extension of up to 60 days for providing the notice. This
extension would be subject to the Department’s written approval based on the violation or occurrence having been resolved
and the Department's determination that public health and welfare would in no way be adversely affected. In addition, the
water system shall:

(1) Maintain posted notices in place for as long as the violation or occurrence continues, but in no case less than seven
days;

(2) Repeat the notice every three months as long as the violation or occurrence continues. Subject to the Department’s
written approval based on its determination that public health would in no way be adversely affected, the water system
may be allowed to notice less frequently but in no case less than once per year. No allowance for reduced frequency
of notice shall be given in the case of a total coliform MCL violation or violation of a Chapter 17 treatment technique
requirement; and . . .

(c) A water system shall deliver the notice, in a manner designed to reach persons served, within the required time period as
follows:

(1) Unless otherwise directed by the Department in writing based on its assessment of the violation or occurrence and the
potential for adverse effects on public health and welfare, community water systems shall give public notice by;

(A)  Mail or direct delivery to each customer receiving a bill including those that provide their drinking water to others
(e.g., schools or school systems, apartment building owners, or large private employers), and other service
connections to which water is delivered by the water system; and

(B)  Use of one or more of the following methods to reach persons not likely to be reached by a mailing or direct
delivery (renters, university students, nursing home patients, prison inmates, etc.):

1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on the Internet; or
3. Delivery to community organizations.

(2) Unless otherwise directed by the Department in writing based on its assessment of the violation or occurrence and the

potential for adverse effects on public health and welfare, noncommunity water systems shall give the public notice by:
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(A)  Posting in conspicuous locations throughout the area served by the water system; and
(B)  Using one or more of the following methods to reach persons not likely to be reached by a public posting:
1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;
3. Posting on the Internet or intranet; or
4. Direct delivery to each customer.

Section 64465 (Public Notice Content and Format) of the CCR states in relevant part:

(a)

Each public notice given pursuant to this article, except Tier 3 public notices for variances and exemptions pursuant to

subsection (b), shall contain the following:

(1) A description of the violation or occurrence, including the contaminant(s) of concern, and (as applicable) the
contaminant level(s);

(2) The date(s) of the violation or occurrence;

(3) Any potential adverse health effects from the violation or occurrence, including the appropriate standard health effects
language from appendices 64465-A through G;

4) The population at risk, including subpopulations particularly vulnerable if exposed to the contaminant in drinking water;

5) Whether alternative water supplies should be used;

6) What actions consumers should take, including when they should seek medical help, if known;

7) What the water system is doing to correct the violation or occurrence;

(8) When the water system expects to return to compliance or resolve the occurrence;

(9) The name, business address, and phone number of the water system owner, operator, or designee of the water
system as a source of additional information concerning the public notice;

(10) A statement to encourage the public notice recipient to distribute the public notice to other persons served, using the
following standard language: “Please share this information with all the other people who drink this water, especially
those who may not have received this public notice directly (for example, people in apartments, nursing homes,
schools, and businesses). You can do this by posting this public notice in a public place or distributing copies by hand
or mail”; and

(11) For a water system with a monitoring and testing procedure violation, this language shall be included: “We are
required to monitor your drinking water for specific contaminants on a regular basis. Results of regular monitoring are
an indicator of whether or not your drinking water meets health standards. During [compliance period dates], we [‘did
not monitor or test’ or ‘did not complete all monitoring or testing’] for [contaminant(s)], and therefore, cannot be sure of
the quality of your drinking water during that time.”

Each public notice given pursuant to this article shall contain information in Spanish regarding the importance of the notice,

or contain a telephone number or address where Spanish-speaking residents may contact the water system to obtain a

translated copy of the public notice or assistance in Spanish. For each non-English speaking group other than Spanish-

speaking that exceeds 1,000 residents or 10% of the residents in the community served, whichever is less, the public notice

shall:

(1) Contain information in the appropriate language(s) regarding the importance of the notice, or

(2) Contain a telephone number or address where such residents may contact the water system to obtain a translated
copy of the notice or assistance in the appropriate language.

Each public notice given pursuant to this article shall:

(1) Be displayed such that it catches people’s attention when printed or posted and be formatted in such a way that the
message in the public notice can be understood at the eighth-grade level,

(2) Not contain technical language beyond an eighth-grade level or print smaller than 12 point; and

(3) Not contain language that minimizes or contradicts the information being given in the public notice.

Appendix 64465-A. Health Effects Language
Microbiological Contaminants.

Contaminant Health Effects Language

Total Coliform Coliforms are bacteria that are naturally present in the environment and are used

as an indicator that other, potentially-harmful, bacteria may be present. Coliforms
were found in more samples than allowed and this was a warning of potential
problems.

Fecal coliform/E. coli Fecal coliforms and E. coli are bacteria whose presence indicates that the water

may be contaminated with human or animal wastes. Microbes in these wastes
can cause short-term effects, such as diarrhea, cramps, nausea, headaches, or
other symptoms. They may pose a special health risk for infants, young children,
some of the elderly, and people with severely compromised immune systems.

Turbidity Turbidity has no health effects. However, high levels of turbidity can interfere with

disinfection and provide a medium for microbial growth. Turbidity may indicate the
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presence of disease-causing organisms. These organisms include bacteria,
viruses, and parasites that can cause symptoms such as nausea, cramps,
diarrhea, and associated headaches.

Section 64469 (Reporting Requirements) of CCR states in relevant part:

(d) Within 10 days of giving initial or repeat public notice pursuant to Article 18 of this Chapter, except for notice given under
section 64463.7(d), each water system shall submit a certification to the State Board that it has done so, along with a
representative copy of each type of public notice given.

Ground Water Rule

California Code of Regulations (CCR), Section 64430 states in relevant part:

§64430. Requirements.

A public water system that uses ground water shall comply with the following provisions of 40 Code of Federal Regulations as
they appear in the Ground Water Rule published in 71 Federal Register 65574 (November 8, 2006) and amended in 71 Federal
Register 67427 (November 21, 2006) and 74 Federal Register 30953 (June 29, 2009), which are hereby incorporated by
reference: Sections 141.21(d)(3), 141.28(a), 141.153(h)(6), Appendix A to Subpart O (Consumer Confidence Reports),
141.202(a)(8), 141.203(a)(4), Appendices A and B to Subpart Q (Public Notification), and 141.400 through 141.405, except that

in:

(a) sections 141.402(a)(1)(ii), (@)(2), (a)(2)(ii), (a)4), (@)(4)(ii)(A), (@)(5)(i), and (a)(5)(ii), the phrase —§141.21(a)ll is replaced by
—22 California Code of Regulations sections 64422 and 64423,

(b) sections 141.402(a)(1)(ii) and 141.405(b)(4), the phrase —§141.21(c)ll is replaced by —22 California Code of Regulations
section 64425Il, and

(c) section 141.402(a)(2)(iii), the phrase —§141.21(b)ll is replaced by —22 California Code of Regulations section 64424l

[Note: The text reflecting this section is provided in Addendum AJ

Addendum A
§141.402. Ground water source microbial monitoring and analytical methods.
(a) Triggered source water monitoring —

(1

)

General requirements. A ground water system must conduct triggered source water monitoring if the conditions
identified in paragraphs (a)(1)(i) and (a)(1)(ii) of this section exist.
(i) The system does not provide at least 4-log treatment of viruses (using inactivation, removal, or a State-approved
combination of 4-log virus inactivation and removal) before or at the first customer for each ground water source; and
(ii) The system is notified that a sample collected under 22 California Code of Regulations sections 64422 and 64423
is total coliform-positive and the sample is not invalidated under 22 California Code of Regulations section 64425.
Sampling requirements. A ground water system must collect, within 24 hours of notification of the total coliform-
positive sample, at least one ground water source sample from each ground water source in use at the time the total
coliform-positive sample was collected under 22 California Code of Regulations sections 64422 and 64423, except as
provided in paragraph (a)(2)(ii) of this section.
(i) The State may extend the 24-hour time limit on a case-by-case basis if the system cannot collect the ground water
source water sample within 24 hours due to circumstances beyond its control. In the case of an extension, the State
must specify how much time the system has to collect the sample.
(i) If approved by the State, systems with more than one ground water source may meet the requirements of this
paragraph (a)(2) by sampling a representative ground water source or sources. If directed by the State, systems must
submit for State approval a triggered source water monitoring plan that identifies one or more ground water sources
that are representative of each monitoring site in the system's sample siting plan under 22 California Code of
Regulations sections 64422 and 64423 and that the system intends to use for representative sampling under this
paragraph.
(iii) A ground water system serving 1,000 people or fewer may use a repeat sample collected from a ground water
source to meet both the requirements of 22 California Code of Regulations section 64424 and to satisfy the
monitoring requirements of paragraph (a)(2) of this section for that ground water source only if the State approves the
use of E. coli as a fecal indicator for source water monitoring under this paragraph (a). If the repeat sample collected
from the ground water source is E.coli positive, the system must comply with paragraph (a)(3) of this section.
Additional requirements. If the State does not require corrective action under §141.403(a)(2) for a fecal indicator-
positive source water sample collected under paragraph (a)(2) of this section that is not invalidated under paragraph
(d) of this section, the system must collect five additional source water samples from the same source within 24 hours
of being notified of the fecal indicator-positive sample.
Consecutive and wholesale systems —
(i) In addition to the other requirements of this paragraph (a), a consecutive ground water system that has a total
coliform-positive sample collected under 22 California Code of Regulations sections 64422 and 64423 must notify the
wholesale system(s) within 24 hours of being notified of the total coliform-positive sample.
(ii) In addition to the other requirements of this paragraph (a), a wholesale ground water system must comply with
paragraphs (a)(4)(ii)(A) and (a)(4)(ii)(B) of this section.

(A) A wholesale ground water system that receives notice from a consecutive system it serves that a sample
collected under 22 California Code of Regulations sections 64422 and 64423 is total coliform-positive must, within 24
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hours of being notified, collect a sample from its ground water source(s) under paragraph (a)(2) of this section and
analyze it for a fecal indicator under paragraph (c) of this section.

(B) If the sample collected under paragraph (a)(4)(ii)(A) of this section is fecal indicator-positive, the wholesale
ground water system must notify all consecutive systems served by that ground water source of the fecal indicator
source water positive within 24 hours of being notified of the ground water source sample monitoring resuit and must
meet the requirements of paragraph (a)(3) of this section.

Exceptions to the triggered source water monitoring requirements. A ground water system is not required to comply
with the source water monitoring requirements of paragraph (a) of this section if either of the following conditions
exists:

(i) The State determines, and documents in writing, that the total coliform-positive sample collected under 22
California Code of Regulations sections 64422 and 64423 is caused by a distribution system deficiency; or

(i) The total coliform-positive sample collected under 22 California Code of Regulations sections 64422 and 64423 is
collected at a location that meets State criteria for distribution system conditions that will cause total coliform-positive
samples.




Attachment B

Bacteriological Distribution Monitoring Report

2400227 ELKS LODGE PARK

Distribution System Freq: 1/M

Cl2 Vielation Comment

Sample Date Location T Coli EColi FColi HPC Type
6/4/2015  New Well <1.1 <11 Other
6/11/2015 New Well <1.1 <1.1 Other
7/7/12015 RV parking, stall # c-1 P A Routine
7/9/2015 RV parking, Stall # C-1 1.1 <11 Repeat MCL
7/9/2015 2 Samples: restroom HB, <1.1 <1.1 Repeat
kitchen door HB
7/9/2015  Well <11 <1.1 Repeat
7/16/2015 RV parking, stall # C-1 <11 <1.1 Other Cl residual is <0.05
8/11/2015 3 samples: RR, Club <11 <11 Routine
House, Shed
8/11/20156 Camp Host 2.2 <1.1 Routine MCL
8/11/2015 RV Park Entrance 22 <14 Routine
8/13/20156 Camp Host 23 <1.1 Repeat
8/13/2015 RV Park Entrance >23 <1.1 Repeat
8/14/2015 Well 2 1.1 <11 Source R
8/25/2015 Camp Host 2.2 <11 Other
8/25/2015 RV Park Entrance 1.1 <11 Other
8/25/2015  Well <11 <1.1 Other
9/10/2016 Camp Host, Shed HB 1.1 <1.1 Routine
9/10/2015 RV Park Enterance, RR <1.1 <1.1 Routine
HB, Club House HB
9/10/2015  Well 1.1 <1.1 Source R
10/13/2015 5 samples <1.0 <1.0 Routine
10/20/2015 5 samples <1.0 <1.0 Routine
10/20/2015 Well <1.0 <1.0 Routine
11/12/2015 RV Entrance A A Routine
Violation Key

MCL Exceeds the maximum contaminant level
MR1  No monthly sample for the report month
‘MR2 No quarterly sample for the report month

%MRS Incorrect number of routine samples for the report month

05-Jan-16

‘Did not collect 5 routine samples for previous month's positive sample
Incorrect number of repeat samples as follow-up to a positive sample
‘No source sample

No summary report submitted

‘Other comments and/or info.

Page 1 of 1




Attachment C

Elks Lodge Park water is possibly contaminated
with Total Coliform Bacteria

DO NOT DRINK YOUR WATER

Failure to follow this advisory could result in illness.

Due to the recent event, the State Water Resources Control Board, Division of Drinking Water in
conjunction with the Elks Lodge Park Water System is advising customers NOT USE THE TAP WATER FOR
DRINKING AND COOKING UNTIL FURTHER NOTICE.

What should I do?

e DO NOT DRINK YOUR TAP WATER---USE BOTTLED WATER. Bottled water should be used for
all drinking washing dishes, making ice and food preparation until further notice.

o DO NOT DRINK THE WATER WITHOUT BOILING IT FIRST. Bring all water to a boil, let it boil
for one (1) minute, and let it cool before using, or use bottled water. Boiled or bottled water should
be used for drinking and food preparation until further notice. Boiling kills bacteria and other
organisms in the water.

We will inform you when tests show that the water is safe again. We expect to
resolve the problem within NO ANTICIPATED RESOLVE DATE.

Failure to follow this advisory could result in illness.

Current testing indicates the presence of total coliform bacteria. The water system will be conducting
water system disinfection and making any other corrections necessary. The water will be tested again and
the water system will notify users as soon as the water is safe to drink.

For more information call:
Water Utility contact: Larry Bowers, Assistant Park Manager, 000-000-0000
State Water Resources Control Board at: Merced District Office, Kassy Chauhan (559) 447-3300.

This notice is being sent to you by Elks Lodge Park. California Public Water System ID # 2400227. Date
Distributed: .

Please share this information with all other people who receive this water, especially those
who may not have received this notice directly. You can do this by posting this notice in a
public place or distributing copies by hand.




Attachment B

| Instructions for Tier 2 Resolved Total Coliform Notice Template

Template Attached

Since exceeding the total coliform bacteria maximum contaminant level is a Tier 2
violation, you must provide public notice to persons served as soon as practical but
within 30 days after you learn of the violation [California Code of Regulations, Title 22,
Chapter 15, Section 64463.4(b)]. Each water system required to give public notice
must submit the notice to the Division for approval prior to distribution or
posting, unless otherwise directed by the Division [64463(b)].

Notification Methods

You must use the methods summarized in the table below to deliver the notice to
consumers. If you mail, post, or hand deliver, print your notice on letterhead, if
available.

...and By One or More of the Following

If You Are a... gg:synﬁtrglggfy Methods to Reach Persons Not Likely to
be Reached by the Previous Method...
Community Mail or direct delivery ® | Publication in a local newspaper
Water System Posting ® in public places served by the
[64463.4(c)(1)] water system or on the Internet

Delivery to community organizations
Non-Community | Posting in conspicuous | Publication in a local newspaper or
Water System locations throughout the | newsletter distributed to customers
[64463.4(c)(2)] | area served by the water | Email message to employees or
system ® students

Posting ® on the Internet or intranet
Direct delivery to each customer

(a) Notice must be distributed to each customer receiving a bill including those that provide their drinking
water to others (e.g., schools or school systems, apartment building owners, or large private
employers), and other service connections to which water is delivered by the water system.

(b) Notice must be posted in place for as long as the violation or occurrence continues, but in no case
less than seven days.

The notice attached is appropriate for the methods described above. However, you
may wish to modify it before using it for posting. If you do, you must still include all the
required elements and leave the health effects and notification language in italics
unchanged. This language is mandatory [64465].

Multilingual Requirement

Spanish. Each public notice must contain information in Spanish regarding (1) the
importance of the notice or (2) contain a telephone number or address where Spanish-
speaking residents may contact the water system to obtain a translated copy of the
public notice or assistance in Spanish.

SWRCB, Division of Drinking Water 8/18/14




Attachment B
Non-English Speaking Groups Other than Spanish-Speaking. For each group that
exceeds 1,000 residents or 10% of the residents in the community served, whichever is
less, the public notice must (1) contain information in the appropriate language(s)
regarding the importance of the notice or (2) contain a telephone number or address
where such residents may contact the water system to obtain a translated copy of the
notice or assistance in the appropriate language.

Population Served

Make sure it is clear who is served by your water system -- you may need to list the
areas you serve.

Description of the Violation

Make sure that the notice is clear about the fact that the coliform problem has been
resolved, and there is no current cause for concern. The description of the violation and
the MCL vary depending on the number of samples you take. The following table
should help you complete the second paragraph of the template.

If You Take Fewer Than 40 Samples a

If You Take 40 or More Samples a

Month

State the number of samples testing
positive for coliform. The standard is that
no more than one sample per month may
be positive.

Month

State the percentage of samples testing
positive for coliform. The standard is that
no more than 5.0 percent of samples may
test positive each month.

Corrective Action

In your notice, describe corrective actions you have taken. Listed below are some steps
commonly taken by water systems with total coliform violations. Use one or more of the
following actions, if appropriate, or develop your own:

e “We have increased sampling for coliform bacteria to catch the problem early if it
recurs.”

e “The well and/or distribution system has been disinfected and additional samples
do not show presence of coliform bacteria.”

After Issuing the Notice

Send a copy of each type of notice and a certification that you have met all the public
notice requirements to the Division within ten days after you issue the notice [64469(d)].

It is recommended that you notify health professionals in the area of the violation.
People may call their doctors with questions about how the violation may affect their
health, and the doctors should have the information they need to respond appropriately.

SWRCB, Division of Drinking Water 8/18/14
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~ IMPORTANT INFORMATION ABOUT YOUR DRINKING WATER

Este informe contiene informacién muy importante sobre su agua potable.
Traduzcalo o hable con alguien que lo entienda bien.

The Elks Lodge Park Has Levels of Coliform Bacteria
Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happened, and what we did to correct this situation.

We routinely monitor for drinking water contaminants. We took seven (7) samples to
test for the presence of coliform bacteria during August 2015. Four (4) of our samples
showed the presence of total coliform bacteria. The standard is that no more than one
sample per month may do so.

What should | do?

You do not need to boil your water or take other corrective actions.

This is not an emergency. If it had been, you would have been notified
immediately. Total coliform bacteria are generally not harmful themselves.
Coliforms are bacteria which are naturally present in the environment and are
used as an indicator that other potentially-harmful, bacteria may be present.
Coliforms were found in more samples than allowed and this was a warning of
potential problems.

Usually, coliforms are a sign that there could be a problem with the system’s
treatment or distribution system (pipes). Whenever we detect coliform bacteria in
any sample, we do follow-up testing to see if other bacteria of greater concern,
such as fecal coliform or E. coli, are present. We did not find any of these
bacteria in our subsequent testing, and further testing shows that this
problem has been resolved.

People with severely compromised immune systems, infants, and some elderly
may be at increased risk. These people should seek advice about drinking water
from their health care providers. General guidelines on ways to lessen the risk of
infection by microbes are available from U.S. EPA’s Safe Drinking Water Hotline
at 1(800) 426-4791.

If you have other health issues concerning the consumption of this water, you
may wish to consult your doctor.

SWRCB, Division of Drinking Water 8/18/14




Attachment B

What happened? What was done?

Due to the presence of total coliform, the entire distribution system was disinfected with
chlorine and flushed. Further testing showed no coliform were present.

For more information, please contact at phone

Please share this information with all the other people who drink this water, especially
those who may not have received this notice directly (for example, people in
apartments, nursing homes, schools, and businesses). You can do this by posting this
public notice in a public place or distributing copies by hand or mail.

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)]:

e SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

e RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

e BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by the Elks Lodge Park Management
State Water System ID#: 2400227. Date distributed:

SWRCB, Division of Drinking Water 8/18/14




¢ buo| moy oy ‘sak J1 'q

Zbajeniur uoneunoyd Aousbiawis sepp €

£lenpisas aulio|yo e ulejuiew waisAs uolnguisip syl piq
fainpies Juswdinbe Aue asoy) sem ‘uswieas) UoOlBULIOIYD SNONUUOD aplIacsd NOA J| |

uoljedo] sy} Je 1se) D 1 1se| 8yj jo })nsal pue s8jep ayj apIA0I-

£1591 (D 1) Wloyi|oo []0) Jojem Mel e axe} NOA Op ualo MoH T

¢cdwnd jlam siu) seop (sweu) jued JuaWwieal 1IeyMm 0 I

¢£,$S900E pazlioyneun jusaald 0} paindas peayjeom syl S| |
(sjuswwos Ul SUOIIBUUOI ||e 8qIIOSIP) ¢, SUOIIOBUUOD

-8S040 8¢ p|Nod jey) Buidid Jsjem mel ay} 0} suUOIOBUUOD AUk iy} aly B

épesyjlom sy} Jeau Jayem Bulpue)s Jo aduapIAe aloyl S| )

¢ peay [|om spiemo) adojs adepns punolb ay) seoq o
%m@m&a:wUmmc__m>>®£Eotmc_n__a\ncmm:ow_ac_Uoumoo_vmmc__o\sw_.v
o
n

1ybiioiem |ess peayjjom S|
¢ pausauns adid JusA peay|jem s|
guonossyuisip jo ulod woly weansdn dey aidwes Jajem med s| ‘e

yodau pue sysjap [ealsAyd oy peay [[em yoee 10adsu] |,

324n0s

am

STIV.13a NOILVOILSIANI

| @Jnjieq TON wHo|o) .10 Jo (S)yjuo

| :peyejdwo)d uonebhsaaul areq

sssAjeuy |eo1b0jo1qodI J0) Alojeloge] palnla)

JBUMQO

DYO ueyy Jusiayip § sajdwes 9| pajos|od 1ey) uosiad

(0y"0) obieyn sjqisuodsay ui Jojeiadn

ssalppy sweN

# suoydsjai
— - :oWeN SMd

"M39INNN AISMd

"NOILVIWHOANI SAILVHLSININGY

"wiasAs sy} 0} snbiun SUOIIPUOD JUNODJE OjUl 9XE) 0} paljipow g Aew pue (suoneNbay Jo 8poD eluloNeD ‘ZZ Sl JO
(9)9zyr9 uondag) pseog |0JUOD S2IN0SY JBJeA BlelS ay) Aq palinbai uonjebisaaul ay) Bunejdwod up swelsks Jeyem oignd Jsisse 0) papusiul S WO} SIY |

NOILVYOILSIANI NHO4IT0D TVv.1iO0L JALLISOd
a juswyseny



J9[IN0 pue J8|ut ojeledss 1sy) ale IO WeISAs UoINgL)SIP 9yl U0 JEO|), MUB) 8] S80(] ‘g

£ UOISNIIUI 100J Se
yons ‘sjoajop Alejues Aue Ajuspi o} pajoadsul usaq JUe) 8yl JO JoLdlul 8U) SBH 'q

olis 9y}
woJ) Aeme Jojem 99B4INS JoBIIp 0} suolsiroid a1ay) ale ‘paung Ajensed Jo paung Jj ‘e

“paung 1o punoJb aAoqe jue) oY) S| ‘9

;S¥es| Aue Jo 931} pue pajess JUe) alj} JO JOA0D/J00l 8Y) S| ‘G

¢ 018 ‘seyoley sJojedlpul
[oAD] Joyem ‘Si00p $$8008 S YoNns yue) ay) ul sBuluado pajeasun Aue sisy) aiy

£ PaUS8I0S YUBY JOES UO MOJLUSA0 8] S| ¢

Zjuey ey} busus
WO} JIP puUe I1snp JuaAaid 0} PaUIN-UMOP PaUSSIOS YUEB] YOES JO SIUBA (B 81y 'Z

£ $5900€ pazlioyineun juarald 0} paxoo] juel yoes s| |,

. siNawwoo  [eweu) | (eweu) 29VHOLS

 MNVL | MNVL

£18WO0)SND 181} 8y}
0} uofneoldde jueloaluIsIp 4O JUIod By} WO SSINUILL Ul S} 10B1U0D 8Y) S 1BUM 6

¢uoneoiidde jo yurod
2y} Wolj weansumop Aj9)jelpswil PaINSeaw [enpisal SULIOIYD 331} ay) S| 1eUA '8

;uoneoldde jo juiod ayy
WoJ} Wealjsumop Ajgjeipaill painseaul [enpisal SULIOjYD |30l 8y} SI 1eypn 2

&91nuiw Jad suojeb
Ul pappe si JUejosjuIsip 9Joym julod au) Je siel MOojL Jajem mel aU) S JBUYAA 9

£ UONEd0| Juswies)
sIy} Je pasn Bujeq Ajusiino uolN|os JUBBJUISIP 8y} Jo (SAep) abe ay) sl 1BUM 'S

(ainjela)| S deimoenuBW ‘painsesw
X9) £ PBUILLISISP UONN|OS JO UOHEAUSIUOD 3] SBM POYISW 18uym Ag 't

(IDOH se suuo|yd Jo |/Bw
10 ‘Wusalad) ¢ paj Buieq UOKN|OS JUBIDBJUISIP BU) JO UONEBAUSOUOD 8U} Sl JBYM €

SYNUILJ|W U JUBJOSJUISIP JO 9jed pasj oy S 1eUM 2

Ziueoajuisip buipsa; duwnd pea) jueosijuisip ayy S| |

Swa)sAs JojeunojysodAy Jo4 e

Jodai pue pappe s Juejoajuisip alaym juiod yoes 1oedsu| 1

JUBUM "saA |

¢ Pajeniul uoneulolyo Aousbialus sem ‘uoijeuriojyd auinod apiroid 10U op nok § ‘¢

¢ enpisal aulIo|yd 9s0] Wa)SAS uonnguisip oY) piq 2

. w.__.zms,zou.f INIWLvINL

| INvia

G jo g abed
NOILVOILSIANI NHO4IT0D Tv.1i0Ll 3AILISOd



uonels 19)s00q ay) je abeyes) ‘Jajem Huipue)s 99130uU hok o ¥

élrej duind 193s00q 1noA pip ‘swajqoud Ayienb jesibojolisioeq 03 Jolid ¢
¢sirej dwnd urew ayj i dwnd J9)sooq Agpue)ls e aAeYy NoA oq °Z

¢Auew moH sdwind 19)sooq e aaey nohk oq 'L

_ Nollvis ¥aisoog

£ SuoNoBUL0D
-§S0.0 AJljusapl 0} suop walsAs ay} Jo Aaains [eojsAyd ise| oy} sem ajep jJeym uQ Z|

£Ua.INd S8JIAep uonuUaAaId MONoeq JO BUNSa) pUE MaIAs] oyl S| ||

£,J01euIpI00)
welboid 104U0D UoNIBUUOD-SSOIY) INOA JO Jaquinu auoyd pue aweu S| 1BYM 01

¢ wieboud 101]U0D UOIIOBULOD SSOUD BAIIOE UB 8ABY NOA 0 6

£MalIAB) Ino Joj Bpinold ued noA ainpadoud Bulysny uspum e a1yl S| g

¢ paysn|} 1se| WalsAs UOHNGUISIP U} SEM 8}ep 1eum uQ '/

¢ paiiedal }i Sem Uusum Hes| auljuiell B SEm 818Ul §| '

Z)es| auijurew e arey nok
PIP 40 NOA 0( ¢,SXES| SUIjUIBW JO} %08 0} W)SAS uolnNquisip 1noA 1oadsul nok piq ‘g

¢4els aoueUB)UIBW JNOA JO |0JJUGD
1084Ip 8y} Japun Jou WalsAs uonNQL}SIp JNOA JEBU SUOIRARIXS JO SuBis Aue sy} 8y ¥

‘sjte1ep spirold ‘salk jf ("9)1e ‘suoisusixa ulew ‘syealq ulewl ‘buiysny Juelpiy
‘sde) 80IAI9S) ¢ qoOM JSB| B} UIYIM UO POYIOM UdD(Q WSISAS uonnquisip ay) seH ¢

‘Buipuyy eaisod Yo I Yy
Buiousiiadxe o} Joud 1sd g uey) ssa| 0} dolp wa)sAs uonNqulsIp 8y} Ui ainssaud piIq “Z

 SISNOJSIH WILSAS

¢ wa)sAs uonnguisip ayj ul Buiuiejuiew aie nok ainssaid wnwiuiw ayy st 1eupA |

WILSAS NOILNGINLSId

Zpajuaunoop
puE pa)oayD aIoMm /- |# Wa)l 8}ep SNoIAsId BY) Sem JeUM ‘+93 10 +0)| Sy] 0} Joud “ZL

{Pojeq uelayy syt

¢, Suo||eb uj xuey obeio]s ay} JO SWNR|OA aU} St 1BUM 0L

¢Aepoy yue)
abelols ay) Bunixe Jojem ay} Jo (931)]BJ0}) [BNPISSI SULIOJYD painseaw ay) st JIBUM 6

 siNawwoo  [ewEn) | (eweu) |
.. | )NVL | DNV

¢saul]

dOVHOlS

G jo ¢ abed
NOILLVOILSIANI NJOHIT0D TVLOLl JALLISOd



A RIS
Buiaq siswo)snd Jnoge sjuie|dwod paaiedal NoA Ji Ssaujl JO SWOIAWAS ay) a4om JBYpL 'S

¢Auew moH ¢aultoqiaiem Buiaq jo pajoadsns ssaujjl siswolsnd Aue jo
sjuie|dwod Aue oA19991 NOA pIp ‘swiajgod Alfenb jeocibojoliaioeq Jayje Uoos o Buung y

¢ obelo)s pajeasis Jo Jamod dnyoeq aAey WalsAs ay] S80(] '€

‘pajedo| asom sajdwies +03J 10 +D [ SIeUym eale
80IAI9S BY) Ul payiodal ainssaid moj Jo ‘sabeino Jsjem ‘Syealq ulew Aue aiay) sJeyp Z

¢ sbuipuiy + D3 Jo +9] 8y} 01 Jord sAep
0€ 9y} Buinp safyioe) WalsAs 1alem pajoaye jey) sebejno jamod Aue alay) aIsypn “|

asuodsay

‘SNOILVYHIJO TVHINID

‘(Auuns
‘Apuim ‘Autes) sjduwies aAllIsod sy J0 SWI} Y} 1B SUOKIPUOD Jayjeam ay} 8iam JeUpA "0l

éisenbal
uonewlojul siyl yum papiwgns ueld Buidwes ay) uo pajeubisep dey sjdwes siy) S| 6

("01e “pawey} ‘JuBjORUISIP Yim paqgqems
‘Jajem uel) uonos|jod s|idwes Joj uoneiedald ur pajeal) sem dej 8y} Moy aquoss(q ‘g

uolo9|j0o aidwes 03
sjuswpaduwl JaYjo Jo uolejaban aAIssaoxa Jo 931y de) ajdwes ay) punoJe eale sy} S| /

(swaysAs uonebuuy Aeids Jo sjueuiwejuod tayio ‘sbuiddoip
lewiue Jo 9al)) Aup pue ues|d de} sidwes sy} punole eale pue de) sjdwes ay) s§ ‘9

cyselds anIssa0dxa Jnoyum paasiyoe
9Q ued Moj} Jeuiuwe] poob e aleym julod ayy 0) paisnipe aq dey sidwes syj ue) °g

¢bunjoed 10 weys sy} punole syea| Jo 931} ‘uolipuod poob ui dej aidwes ay) S| ¢

¢ (suis) Jojeoe Jo (Quis uayoyy) wie buims e aney ‘papealy; dey sidwies sy s| ¢

¢,8INso[oud ue Aq pa}09j0.d }i SI JO UOIEDO| JOLISIXD Ue Ul pajedo| dey ojdwes ay) S| ¢

5 | wesssumog

e | eygweensdn | +D3104DL

_Sjseunnoy |

(seyou) ¢ apelb anoqe dey ajdwies ayi Jo Wbiay ayl SITBUM |

_ (sPuipuy +93 o +D |je 10} 930[dw0D) NOILYNTVAT ILIS T1dINVS

G jo  abed
NOILVOILSIANI NJOdIT0D TvVLiO0l JAILISOd



31va -J1LIL -JINVN

I9QTTMONY TYNOISSTIOUd AN 40 1S3 THL OL ILVUNIIV
S1 IA0GV SNOILSIND FHL OL ASNOJSIY NI GILLINGNS NOLLYWHOANI FHL LVHL A4ILH30 1 INOILVYOIAILE3D

CINTLSAS
HILYM O179Nd ¥NOA INOYUH STTdINVS WHO0LITOD TVLOL JAILISOd FHL 40 3SNVO FHL 39 Ol IA3IT39 NOA 04 LVHM

“TVSOdSIa ¥NOA LV NOILYINYO4NI ¥3HLO ANV ANV NOILVOILSIANI ¥NOA 40 S1INS3Y FHL NO a3asvd [ ANVININNS

"SUOI}O9UUOD SSO.D Pajosjoldun (|2 JO UOHEDO| By} Saiuap! 1ey} pauliopad ASAINS UOIIOBUU0D SSOID 1Se| 8y} Jo AdoD ¥

‘sbieyn sjqisuodsay Ul Jojesad( Sy} JO JoqUINU SeOIJILISD pUB [9AS| UCHEDIILISD ‘BWEN 'S

wewpeda( Jno Ag uonoadsul }se| Sy} @0UIS apew usaq aaey sabueys pue

pajejal AfoslIp Si UOHEBUILUBIUOD 8} 18y} MOUS pinom Aauy) Ji papiwgns aq Aew walsAs sy} ui syue} abeiols pue ‘syue) ainssaud ‘|jom ayj Jo sydesbojoyd jo1es vy ¢
‘Aujioe) JUsjeal] JoJeMa)sem 3y} SB UYINs SUONOSUUOD Snoplezey (e Jo uoledo| sy}

Buipnjoul WalsAs uonNqLISIp 8} Jo Inoke| [elausb pue sayis Budwes [eo160[01qoIoIW ‘sHyue) 80.I0js ‘SUOEDO| JUBWIES) ‘S92IN0S |8 Buimoys wa)sAg Jo Yyo1oys L

SNOILSIND FA09V FHL OL SASNOdSIY HLIM d31L1LINGNS 39 OL1 NOILVINHOANI TVYNOILIdaY

G Jo G abed
NOILY9OILSIANI NHO4IT0D V101l JALLISOd



Attachment E

Certification of Completion of Public Notification

This form, when completed and returned to the Division of Drinking Water — Merced District (265 W.
Bullard Ave. #101, Fresno, CA 93704 or fax to 559-447-3304), serves as certification that public
notification to water users was completed as required by Title 22, California Code of Regulations,
Sections 64463-64465.

Public Water System Name:

Public Water System No.:

Public notification for total coliform MCL violation for the months of July, August, September 2015
was performed by the following method(s) (check and complete those that apply):

The notice was mailed to users on:
A copy of the notice is attached.

The notice was hand delivered to water customers on:
A copy of the notice is attached.

The notice was published in the local newspaper on:
A copy of the newspaper notice is attached.

The notice was published in conspicuous places on:
A copy of the notice is attached.
A list of locations the notice was posted is attached.

The notice was delivered to community organizations on:
A copy of the notice is attached.
A list of community organizations the notice was delivered to is attached.

I hereby certify that the above information is factual.

Printed Name

Title

Signature

Date

Disclosure: Be advised that Section 116725 and 116730 of the California Health and Safety Code state that any person who
knowingly makes any false statement on any report or document submitted for the purpose of compliance with the attached
order may be liable for a civil penalty not to exceed five thousand dollars ($5,000) for separate violation each day that the
violation continues. In addition, the violators may be prosecuted in criminal court and, upon conviction, be punished by a fine
of not more than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed one year, or by both the
fine and imprisonment.

Due to the Division of Drinking Water within 10 days of issuance of notice to customers
System Number: 2400227
Enforcement Action No. 03-11-16C-002




